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1. LAYOUT SHOWN IS FOR REFERENCE ONLY, DO NOT SCALE.
DESIGN ENGINEER TO VERIFY FINAL LAYOUT PER SITE

CONDITIONS.

2. REFERENCE DETAIL D—7 FOR ADD'L.

b

JCWSA STANDARD DETAIL E-1

SUBMERSIBLE PUMP STATION SITE LAYOUT

SCALE: 10
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